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Test Certificate: Chilt/RF05068

A S G Kyrizis Bros Ltd
Dhali Industrial Estate
PO Box 8031
Nicosia
Cyprus

This document confirms that a fire resistance test was conducted in accordance with BS 476:
Part 22: 1987 on a two single leaf single acting doorset on 14 May 2005 and the following
results were achieved.

Summary of testing procedure Integrity Insulation

Doorset A: BS 476: Part 22: 1987 | 37 (thirty seven) minutes | 37 (thirty seven) minutes

Doorset B: BS 476: Part 22: 1987 | 67 (sixty seven) minutes | 67 (sixty seven) minutes

The results relate only to the specimen tested, as detailed in test report number
Chilt/RF04068 test report reference
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Mark Cummin enior Test Engineer Jonathan Osborn - Technical Manager
~28 June 2005 Date: 28 June 2005
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